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Strojirensky zkugebni ustav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENIi O ZKOUSCE
CERTIFICATE OF TEST

Cso  0-39-01198-16

Viyrobce - Manufacturer PPH KOSTRZEWA Sp.j.
ul. Suwalska 32A; 11-500 Gizycko
Polsko - Poland

Vyrobek - Product Kotel teplovodni - Hot-water boiler

Typové oznageni -Type designation EEI PELLETS 12 kW

i e : : Nafizeni Komise (EU) €. 2015/1189, priloha ll, &l. 1
PoZadavky na ekodesign - Ecodesign requirements  ¢mmision Regulation (EU) No. 2015/1189, Annex Il, Art, 1

Metoda zkousek - Test method CSN EN 303-5:2013

Zplsob topeni - Heating method Bciomatcks =-Sueaieia Z
Preferované palivo - Preferred fuel dievni pelety-C1 — wood pellets-C1 =

Vysledky - Results ff:

Typ — type EEI PELLETS 12 kW =

= Jmenovity vykon — Nominal output ::f
CO (10% Oy) mg/me? 191
2 0GC (10% O5) mg/m,> 5
Prach - Dust (10% Oy) mg/m,* 21 =

NOXx (10% 02) mg/m,® 183 =
Uzite&na Uginnost - 4 83.1 :
=

Useful efficiency

L

Snizeny vykon — Minimal output

CO (10% O3) mg/mn’ 355
OGC (10% 02) mg/my’ 8
Prach - Dust (10% O2) mg/my’ 37
NOx (10% 02) mg/mn’ 175
UZite€na G&innost - 5

Useful efficiency % 81.8
Sezonni emise - Seasonal emissions

CO (10% 03) mg/m,’ 330
OGC (10% 0,) mg/m,’ 8
Prach - Dust (10% O) mg/m,* 35
NOx (10% 02) mg/m,* 176

0-39-01198-16, strana - page 1 (2)

Strojirensky zkuSebni tistav, s.p., Hudcova 424/56b, 621 00 Brno, Ceska republika
Engineering Test Institute, public enterprise, Hudcova 424/56b, 621 00 Brno, Czech Republic

www.szutest.cz




